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GROUND FLOOR PLUMBING PLAN
1/8" = 1'-0"
1. ALL DOMESTIC WATER AND WASTE PIPING TO BE RUN IN CRAWLSPACE @ OFFSET 2" VENT IN ATTIC. UP TO VENT THRU ROOF A. IN PUBLIC TOILET ROOM #105 DELETE FIXTURES P-103 AND P-402 AND ALL
BELOW. ASSOCIATED PIPING.
@ OFFSET 3" VENT IN ATTIC. UP TO VENT THRU ROOF
2. REFER TO PLUMBING CONNECTION SCHEDULE FOR BRANCH SIZE TAKE-OFFS B. IN STAFF TOILET ROOM #104-3 MOVE FIXTURES P-103 AND P-402 AND ALL
TO PLUMBING FIXTURES. <3> PROVIDE A 4" WALL CLEANOUT AT ALL FUTURE WASTE STACKS NEAR ASSOCIATED PIPING TO REVISED LOCATION SHOWN ON ARCHITECTURAL
BASE. PLANS. DELETE FIXTURE P-711 AND ALL ASSOCIATED PIPING.
3. PIPE OFFSETS SHOWN ON P200 AND P201
<4> LOW VOLTAGE SWITCHES FOR EACH PATIENT TOILET ROOM'S ACTUATED C. IN STAFF LOUNGE ROOM 104-5 MOVE FIXTURE P-528 AND ALL ASSOCIATED
BALL VALVES. LABEL EACH SWITCH WITH CORRESPONDING OWNER PIPING TO REVISED LOCATION SHOWN ON ARCHITECTURAL PLANS.
ROOM NUMBERS. COORDINATE WITH ELECTRICAL CONTRACTOR. EACH
SWITCH SHALL HAVE RED AND GREEN LED LIGHTS. INSTALL 120/24 VOLT
TRANSFORMER BELOW IN CRAWL SPACE.
@ 1/2" COLD WATER & HOT WATER AND 1-1/2" VENT DOWN PER PLUMBING
FIXTURE
@ 3/4" COLD WATER & HOT WATER AND 1-1/2" VENT DOWN PER PLUMBING
FIXTURE
@ 3/4" COLD WATER DOWN PER PLUMBING FIXTURE
1-1/2" COLD WATER AND 2" VENT DOWN PER PLUMBING FIXTURE
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